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four mounting holes each side
 (clearance for 1/2" bolt)
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Lifting lugs (4X)

Cable Entry Panels 

1/2" Ground Stud 
each side

(2 Top, 2 Bottom)

REAR

(if included)

Removeable

NEMA 1 Enclosure   
S72, S85, S96, S132

NOTES:

1). Units without lifting lugs MUST be lifted from the base of the unit.
 
2). Rear panel may be removed during installion of cabling.

3). Typical detail shown, NOT FOR CONSTRUCTION

4). Standard paint color - ANSI-61 Grey

5). The standard enclosure contains two mounting holes on each
      side of the base.  Additional mounting holes can be included
      provided the request is made at the time of order.

ERS 1/09/2009

12 ga. steel

Enclosure Dimensions Clearances Cable Entry Opening Size Lifting lugs
A B C Front Rear Sides Top D E

S72 78" 48" 72" 34" 18" 12" 12" 20" 6" No
S85 80" 66" 85" 40" 18" 12" 12" 30" 6" Yes
S96 80" 78" 96" 44" 18" 12" 12" 30" 6" Yes
S132 80" 78" 132" 44" 18" 12" 12" Custom Custom Yes
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